1. GENERAL
   A. Related sections:
      i. 00 00 07 – Design Professional Design Process Requirements
      ii. 01 41 26.04 – Fire Marshal Construction Inspection Requirements
   B. Fire Department Connections (FDC) are preferred to be placed at same location as Post Indicator Valve (PIV) and to not be placed on the building.
   C. For UGA Athens Campuses Only:
      Athens-Clarke County requires a fire suppression system in all parking decks. This is an interpretation by the Authority Having Jurisdiction and is non-negotiable.