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UGA DESIGN & CONSTRUCTION
SUPPLEMENTAL GENERAL REQUIREMENTS & STANDARDS
CHANGE LOG
(revisions from July 30, 2024 version to August 29, 2025)

Table of Contents
e Added reference for newly created sections:
o 1113 19 —Stationary Loading Dock Equipment
o 2381 26 — Split-System Air Conditioners

00 0002 —Terms
e Added “Air-Conditioning, Heating, and Refrigeration Institute (AHRI)”
e Added “Commissioning Provider (CxP)”
e Added “Electronically Commutated Motor (ECM)”
Added “Energy Recovery Unit or Ventilator (ERU or ERV)”
Added “Integral Face and Bypass (IFP)”
Added “Manual Volume Damper (MVD)”
Added “Net Pressure Suction Head Available or Required (NPSHa or NPSHr)”
e Added “Noise Criterion (NC)”
e Added “Pressure Reducing/Regulating Valve (PRV)”
e Added “Utility and Energy Management (UEM): Office of Utility and Energy Management
within UGA FMD”
e Added “Welder Performance Qualification (WPQ)”

00 00 07 — Design Professional Design Process Requirements
e 1.E.i: Revised to be “Design Intent Documentation: For all drawing sets (SD, DD, etc.), the
cover sheet of the mechanical, electrical, and plumbing drawings shall indicate design intent
(narrative and metrics). See the following sections for specific requirements:” and added
subpoints for the mechanical, electrical, and plumbing section references.

00 00 10.01 — BIM Execution Plan
e 3.2:Revised table to show full text including “...As-Built conditions of construction.”

00 00 15 — Operating Procedure for Old Athens Cemetery
e Added entire new section.

00 73 01 — Sole Source / Sole Brand
e 2.G: Updated entire point to new sole source item (Wurtec Wur-Com Plus) and associated
contact information.

00 73 39 — Minority Business Enterprise
e 1.A.i: Updated contact name for current Procurement Officer.

01 56 39 — Temporary Tree & Plant Protection

e 1.B.i: Revised “...before construction begins.” to “...before any site work begins.”

e 1.B.iv: Added “...or by an ISA certified arborist with plan approved by UGA Urban Forester.”
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e 1.C.iv: Revised “...the Project manager.” to “...the UGA PM and UGA Urban Forester (for
Athens-area projects).”

e 1.C.viii: Revised “...the Project manager.” to “...the UGA PM and UGA Urban Forester (for
Athens-area projects).”

e 1.D.i: Revised “...the Project manager...” to “...the UGA PM and UGA Urban Forester (for
Athens-area projects)...”

e 2.C.i: Revised ““...the Project manager.” to “...the UGA PM and UGA Urban Forester (for
Athens-area projects).”

e 3.A.vii: Revised “...the Project manager...” to “...the UGA PM and UGA Urban Forester (for
Athens-area projects)...”

e 3.B.i: Revised ““...the Project manager.” to “...the UGA PM and UGA Urban Forester (for
Athens-area projects).”

e 3.B.viii: Revised ““...the Project manager.” to “...the UGA PM and UGA Urban Forester (for
Athens-area projects).”

01 58 00 — UGA Campus Signage Standards
e 5.ii: Corrected/Updated link to policy website to
“https://policy.uga.edu/policies/#/programs/Hyzg_F876”

01 77 00 — Project Closeout

e 1.E.i: Revised “...Manual. The documentation...” to “...Manual. If hard copies are required,
the documentation...”

e 1.E.ii.a: Added “...Combined file structure naming shall be no longer than 200 characters and
consideration should be given to truncated file names within folders (for example: only
including the sheet number if a sheet is located within a project subfolder that is specific to
a particular drawing set). ...”

e 1.E.ii.b: Added a new item including multiple subpoints and a graphic showing folder
hierarchy requirements; all subsequent items renumbered accordingly.

e 1.F: Deleted “...pickup both copies,...”

e 1.F: Revised “...sets per information below.” to “...sets according to the other requirements
in this section.”

01 91 13 — General Commissioning Requirements
e 1.E.ii.f: Revised “...the HVAC design documents cover sheet contains at minimum the
information listed in Section 00 00 07 Design Professional Design Process Requirements.” to
“...the cover sheets of the Mechanical, Electrical, and Plumbing drawings comply with the
Design Intent requirements listed in the corresponding sections (23 00 00, 26 00 00, and 22
00 00).”
e 1.E.ii.g: Removed

04 00 00 — General Masonry Requirements
e 2.C.iii: Added “...[this product is now simply referred to as “Velour Flash”)”
e 2.C.vi: Added “...[this product is now simply referred to as “Velour Flash”)”

07 00 00 — General Thermal and Moisture Protection Requirements — Roof Drains & Roofs
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e 1.B.i.c: Added “...In cases where equipment is placed on the roof, screening may be
required; review with UGA PM.”

08 83 00 — Mirrors
e 1.D: Added new item “Each sink shall have an individually framed mirror.”

09 30 00 —Tiling
e 1.B: Revised “...like granite.” to “...like porcelain tile.”

09 50 00 — Ceilings
e 2.B: Added “24” x 24” ceiling tiles are preferred. Larger format tiles are discouraged.”

09 60 00 — Flooring

e 2.C: Revised “...10% post-consumer recycled content or a minimum 5% post-consumer
recycled content combined with a minimum 10% pre-consumer recycled content.” to “...5%
recycled content.”

e 2.D.i: Revised “...30 mil” to “...20 mil.”

e 2.E: Added “...Architectural rubber base is not preferred.”

e 2.G: Added new item “Coordinate flooring to comply with requirements of 22 00 00 (slope
floor to toilet room floor drains) and 23 00 00 (for mechanical rooms with drains above
occupied spaces).”

09 68 00 — Carpeting
e 2.H: Added new item “Light colored carpets are discouraged.”

11 13 19 — Stationary Loading Dock Equipment [Entire section was newly added in this version)

11 53 13 — Laboratory Fume Hoods
e 1.1:Revised “..at 1/8 inch...” to “...at a minimum of 1/4-inch...”

12 00 00 — General Furnishings Requirements

e 1.B: Revised “...the Project Manager and the OUA Director of Interiors...” to “...the UGA PM
and a member of the OUA interiors team...”

e 1.D: Revised “...the Project Manager and the OUA Director for Interiors...” to “...the UGA PM
and a member of the OUA interiors team...”

e 1.H: Revised “...the OUA Director for Interiors...” to “...a member of the OUA interiors team

o 1.I: Revised “The OUA Director for Interiors...” to “A member of the OUA interiors team ...”

e 2.C:Revised “...seventy-five (75)...” to “...eighty-five (85)...”

12 05 13 — Fabrics
e 2.A:Revised “...the OUA Director for Interiors...” to “...the UGA PM and a member of the
OUA interiors team...”

12 36 00 — Countertops

UGA DESIGN & CONSTRUCTION
SUPPLEMENTAL GENERAL REQUIREMENTS & STANDARDS CHANGE LOG
AUGUST 29, 2025 Page 3 of 12



MY (ffice of University Architects
for Facilities Planning
&Y. UNIVERSITY OF GEORGIA

e 2.D: Added new item “Solid surface countertops shall be used in wet locations; laminate
countertops can be considered for use in dry locations.”

12 48 26 — Entrance Carpet Tile
e 2 Aii: Revised item to be “Grate / grill matting at entrances is not allowed.”

12 93 43.53 — Site Tables
e 2.C: Added new item for “Site Table Umbrellas/Sunshades”

14 20 00 — Elevators
e 2.E: Updated entire point to new sole source item (Wurtec Wur-Com Plus) and associated
requirements.

22 00 00 — General Plumbing Requirements
e 1.Axii: Added “33 30 00 - Sanitary Sewerage Utilities — Sanitary Sewer Collection System”
e 1.0: Added new item “Acid neutralization tanks shall not be included (see 33 30 00 for
additional details).”
e 1.P: Added new item for “Design Intent” and relocated subpoints from 00 00 07 - 1.E and
added new subpoints

22 10 00 — Plumbing Piping
e 2.B:Revised “...camera-ed...” to “...videotaped...”

22 40 00 — Plumbing Fixtures
e 2.B.iv.c: Revised “0.125 GPF” to “0.5 GPF”
e 2.B.iv.d: Deleted obsolete line
e 2.B.vi.a: Revised “0.125 GPF and 0.5 GPF” to “0.5 GPF”
e 2.B.vi.b: Deleted “Z6003AV-ULF (for 0.125 GPF urinal)”
e 2.B.xvii: Added clarification text “...(for use in plastic laminate applications)”
e 2.B.xviii: Added new item “Undermount vanity sink (for use in solid surface applications) —
TBD”

23 00 00 — General Mechanical Requirements (HVAC)

e 1.A.i: Added new item “00 00 02 — Terms” and renumbered all subsequent items
accordingly.

e 1.B: Added “...(especially design and comfort condition requirements) ...”

e 1.D.i: Reorganized as “Equipment Schedule” requirements and revised/expanded content
for clarity.

e 1.D.ii: Reorganized as “Equipment nomenclature” requirements and revised/expanded
content for clarity.

e 1.D.iv: Revised wording for clarity.

e 1.D.xiii: Revised “...BHP...” to “...bhp...” and “...Hp.” to “..hp.”

e 1.D.xxiii: Revised to be “Design Intent:” and relocated subpoints from 00 00 07 - 1.E and
added new subpoints.
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e 1.D.xxvi: Revised to be “Conditioning of Equipment Rooms” with existing content now listed
as individual subpoints.

e 1.D.xxviii: Revised “...in penthouses, the penthouse...” to “...in mechanical rooms above
occupied spaces, the mechanical room...”

e 1.D.xxviii: Revised “...drains, sloped floor, and...” to “...drains, sloped floors (and/or “dished”
in the vicinity of the floor drains), and...”

e 1.D.xxxiii: Added “Coordinate demonstration of correct connection with UGA PM to be
witnessed by others (FMD HVAC shop, CxP, etc.).”

e 1.D.xxxv: Added new item “Unit ventilators (supplying unconditioned makeup air) shall not
be allowed unless specifically requested or authorized by UGA FMD Engineering.”

o 1.D.xxxvi: Added new item “Designs shall ensure mechanical rooms are not exposed to
precipitation or flooding (e.g. flow of rainwater should not enter basement mechanical
rooms).”

e 1.D.xxxvii: Relocated text “When heat trace is specified, an indicator light shall be provided.
The heat trace shall be indicated on the BAS graphics” (previously 1.E.ix; see below)

e 1.D.xxxviii: Relocated text “Frost-free spigots shall be installed at cooling towers and at air-
cooled chillers/ condensing units to allow for field cleaning” (previously 1.E.x; see below).

o 1.D.xxxix: New item “VSD driven motors for fans and pumps shall be sized for 60 Hz
maximum duty point. 60 Hz shall correspond to 100% motor operating speed.”

e 1.D.xl: New item to consolidate space temperature and humidity requirements
previously located elsewhere in the Standards and/or new details.

e 1.D.xli: New item and associated subpoints for “Heating hot water (HHW) for new
construction and major renovation projects”

e 1.E.ii: Revised to be “Mechanical room location access/coordination:” with subpoints
revised from parts of previous items 1.E.ii and 1.E.vii.

e 1.E.vii: Revised to be “Access pathways:” with subpoints revised from parts of previous
items 1.E.ii and 1.E.vii.

e 1.E.ix: Item relocated to 1.D.xxxvii (see above).

e 1.E.x: Item relocated to 1.D.xxxviii (see above).

e 1.F.ii: Revised “...When above-ceiling equipment must be located within the classroom,
locate it where it may easily be accessed by ladder, preferably in an area where seating is
not provided. Ensure that adequate space is provided to service equipment, so that issues
will not arise later which impact the overall life cycle of the equipment.” to “...When
equipment must be located above a classroom ceiling, proper access (including clearances
and physical pathways) shall be coordinated with other disciplines, fixed furniture, and any
floor elevation changes (stairs, ramps, etc.).”

e 1.F.v: Revised “...consider providing tamper-proof thermostat covers.” to “...tamper-proof
covers can be considered (provide after-hours override functionality, if necessary).”

23 05 14 — Variable Frequency Drive
e Corrected “HP” to “hp” in multiple instances
e 2.C:Revised “...controller...” to “...controller/keypad...”
e 2.E: Revised “Conduits shall be metal, separate for power input, power to the motor and
controls.” to “Conduits shall be separate for (a) power input to the drive and (b) power to
the motor and controls.”

UGA DESIGN & CONSTRUCTION
SUPPLEMENTAL GENERAL REQUIREMENTS & STANDARDS CHANGE LOG
AUGUST 29, 2025 Page 5 of 12



MY (ffice of University Architects
for Facilities Planning
&Y. UNIVERSITY OF GEORGIA

e 2.M: Revised “...Building Automation and Control System ...” to “...BAS...”

2.M: Added “...ensure that it is ...”

2.R: Deleted item “The VFD manufacturer shall provide CFM or GPM output to BAS vendor.”
e 2.Q:Revised “...in lieu of an SGR.” to “...in addition to an SGR.”

23 05 19 — Meters & Gauges

e 2.A: Revised content to be two separate subpoints and revised wording.

e 2 .E.iii: Corrected item numbering.

e 2.E.ii.1l.c: Added new subpoint “Heating hot water: 30-240°F”

e 2.F: Previous item (“Digital temperature indicators across all chiller heat exchangers shall be
equal to Weiss Instruments or approved equal. Provide models that can send analog signal
to front end. Solar or light powered devices shall not be provided”) deleted and subsequent
items renumbered accordingly.

e 2.G: New item “All meters for blow down and/or makeup water shall be readily accessible.”

e 2.H: Piping shall be designed and installed in compliance with meter manufacturer
recommendations (pipe sizing, straight length of runs, trap sizing/location, etc.).

23 05 53 - Identification for HVAC Piping & Equipment

e 3.C.ii: Revised “Mark location of equipment above ceilings with identifying “buttons” to help
in identification for maintenance.” to “Mark location of equipment, isolation valves, fire
and/or smoke dampers, etc. located above ceilings with permanent labels on the ceiling
(grid surface, access panel, etc.) to help with identification for maintenance.”

e 3.C.iii.e: Added new item “Pumps shall be provided with nameplate as specified/detailed in
Appendix A.”

e 3.E: Added content to the table for “Refrigerant (Liquid/Suction)” piping.

23 07 13 — Duct Insulation

e 3.A.ix: Added new item “Traverse locations for airflow measurements shall be clearly
identified/labeled on the outside of ductwork insulation.”
e 3.B.v: Revised “...tappings holes...” to “...taps/holes...”

23 07 19 — HVAC Piping Insulation
e 2.B: Corrected product information details from “...John Manville Trymer ...” to “...Resolco
Insul-phen ...”
e 2.B:Revised “...0.15...” to “...0.18...”

23 09 23 — Building Automation and Temperature Control System (BAS)
e 1.A.viii: Added “Appendix B — UGA Standard Control Drawings”
e 1.D:Revised: “...available at the following location:
https://www.architects.uga.edu/standards.” to “...available in Appendix B.”
e 1.G: Added “...(on units of appropriate size; see UGA Control Drawings in Appendix B)...”
e 1.H:Added “...(at five minute intervals) ...”
e 1.N: Updated text to reflect updated product numbers, technical details, etc.
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e 1.S: Added “...and wherever specifically directed by UGA PM ...”

e 1.Ui(previous): Relocated to new item 2.P (see below) and revised wording for clarity.

e 1.U.i (new): Revised to be a new item “Shall be available through web browsers and match
the latest UGA graphics template (see next item; obtain additional information from UGA
FMD Engineering or FMD HVAC Shop).”

e 1.U.ii.e: Added “Include room numbers and sensor locations (thermostats, dP, static
pressure, etc.).”

e 1.U.ii.f: Revised narrative/paragraph requirements for I/O points to be a bullet-point list.

e 1.U.ii.g: Revised “...and pump status.” to “..., pump status, and water differential pressure
sensor locations.”

e 1.U.ii.h: Revised “Clear intuitive means of indicating when any point is overridden to a
manual position shall be provided on the graphic.” to “The graphics shall provide clear and
intuitive indication when any point is overridden to a manual position.”

e 1.U.ii.i: Revised “...MP Stream...” to “...medium pressure steam...”

e 1.U.ii.o: Revised to be “Economizer control:” with subpoint “1” populated from the previous
wording and subpoint “2” being added for “waterside economizer”

e 1.U.vi: Added “...energy recovery units, lab exhaust fans...”

e 1.V.iv.d: Removed “...”password...”

e 1.W.iii.d: Added new subpoint “Ability to program ahead for a minimum of two years.”

e 1.W.iv.a.1: Added “...(shall be controllable by the general campus Demand Response
Manager):”

e 1.X.ii.b: Added “...Variance may be sought for large buildings with multiple areas (e.g.
Building 1001); coordinate with UGA PM.”

e 2.E: Revised to be “Demand Controlled Ventilation (DCV):” with subpoint “i” being a new
item “Single-zone applications: ALC combination CO2/Temperature sensors shall be used”

and subpoint “ii” being revised from previously existing content.

e 2.F:Revised “...H608...” to be “...H300/H600/H900...”

e 2.F: Relocated content related to “Wet media differential pressure...” to 2.H for continuity.

e 2.G: Added “...(depending on duct size) ...”

e 2.J:Revised “...Vortek...” to “Accutrol IAQ or...”

e 2.M:Added “...(review with UGA FM UEM to determine if necessary)...”

e 2.N:Revised “...E50H...” to “...E50H5...”

e 2.P: Relocated text from previous item 1.U (see above) and revised wording to “If an
MDF/IDF room is served by a mini-split AC unit, the unit shall be controlled by its native
thermostat/controller and a standalone sensor shall be added to the space that connects to
the BAS for temperature monitoring and trending only.”

e 3.B: Revised to “CM to identify work (installing pipe, wiring, etc.) under 23 09 23 that shall
be performed by other subcontractors (mechanical, electrical, etc.) and coordinate with
controls contractor.”
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e 3.D: Added “Control Panel power shall be labeled as to which electrical panel and breaker
supplies the control panel.”

e 3.H:Revised “...shall be laminated and bound and placed within a pocket inside each control
panel.” to “...shall loaded into the BAS for access/download from the main graphics screen
for each building.”

23 21 13 — Hydronic Piping
e 2.J: Air vents on underground piping shall be accessible for maintenance and inspection (no
buried connections). Any variance requests to be reviewed by UGA FMD Engineering prior to
approval.

23 21 23 — Hydronic Pumps
e 1.Aiii: Added new item “23 05 53 — Identification for HVAC Piping and Equipment” and
renumbered subsequent items accordingly.
e 3.F: Replaced with “Motors: comply with SGR and ceramic bearing requirements in 23 05
14"
e 3.G: Revised “Schedule NPSHr for Condenser...” to “Provide the NPSHa and NPSHr in the
pump schedule on the drawings for condenser ...”

23 22 13 — Steam & Condensate Heating Piping

e 1.B: Added “...and pressure relief valve ...”
e 1.E: Added new item and associated subpoints for “Steam Utility Distribution Provisions for
Heating Hot Water (HHW) conversion”
e 3:Reorganized section as follows:
o Relocated all welding requirements to a new item 3.E “Welding and testing” with
corresponding subpoints.
o “Underground steam and condensate piping” is now item 3.A (previously 3.B) with
associated subpoints.
o Previous item 3.A (“Aboveground steam...”) is now item 3.B
e 3.E.v(previously 3.A.v): Revised “...that the owner chooses.” to “...selected by the UGA PM.”

23 25 00 — HVAC Water Treatment

e 1.B.ii: Updated names and contact information for Chem-Aqua personnel.

e 1.B.iii: Revised “...to review design...flushing and” to “...(including to review
design)...flushing, passivation, and...”

e 3.F: Added new item “The chemical feed station shall have an IP drop furnished by EITS for
communication to the BAS. DP to include this requirement in the drawings.”

e 3.G: Added new item “System-specific startup water treatment requirements:” with
multiple associated subpoints.

23 31 13 — Metal Ducts
UGA DESIGN & CONSTRUCTION
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e 1.Aii: Added “23 05 93 — Testing, Adjusting, & Balancing (TAB) for HVAC” and “23 33 13 -
Dampers” as new subpoints and renumbered subsequent subpoints accordingly.

e 1.C: Revised “All supply air, and exhaust systems after the fan, ductwork” to “All supply air
(including outside air/supply air discharge from DOAS/ERU units) and exhaust air (between
exhaust air inlets and the fan) ductwork...”

e 1.C: Deleted “At the Contractor’s option longitudinal joints on supply air ductwork
downstream of VAV terminals and return air do not need to be sealed however the leakage
class specified shall be achieved.”

e 1.D: Revised to “SMACNA Leakage Class (“CL") [distinct from Seal Class and Duct Class]:"”
with existing content now listed as individual subpoints. Revised wording of subpoints for
clarity and provided direction. Also separated a portion of the content as a new point “E.
Duct Air Leakage Testing” with distinct subpoints.

e 1.F: Added “...cleaned and...” and “...(prior to or early in design)...”

e 1.K: Replaced text with “Provide each duct branch with dampers as referenced in 23 33 13
and Appendix A.” and relocated original text to 23 33 13 (point 1.J; see below).

e 1.0: Added new item “Outside air intake ductwork shall be sloped outside/away from the
building to prevent rainwater from collecting in the duct/AHU. The length of duct requiring
slope, as well as the slope itself shall be designated by DP on the drawings.”

23 33 13 — Dampers

e 1.J: Added “Each duct branch shall have an MVD. Splitter dampers shall not be used.
Dampers at air registers shall not be used for primary balance.”

23 36 01 — VAV Terminal Units

e 2.B: Added “...in the terminal unit schedule on the drawings ...”

e 2.F: Added “...double-wall with non-perforated internal walls and ...”

e 2.J: Added “Basis of design for access panel attachment shall be camlock; hinges and screws
are prohibited.”

e 2.K: Added new item “VAV support and sealing: If units are supported using brackets
mounted to the sides of units (typically shipped loose and field installed) and threaded rods,
a gasket shall be installed between the bracket, and the unit and associated screws shall be
sealed. See detail in Appendix A for full requirements.”

23 52 00 — Heating Boilers
e 3.C: Deleted redundant line (previously 3.B. and 3.C both said “Boilers shall be started by a
factory authorized representative”). All subsequent subpoints renumbered accordingly.

23 64 16.13 — Air-Cooled Water Chillers

e 3.B: Added new item “Provide factory testing of the chiller(s) in critical applications. Discuss
with UGA PM.”

23 64 16.16 — Water-Cooled Water Chillers

e 1.J: Revised “Chilled water system make-up water connections shall be metered and
connected...” to “Confirm with UGA PM is the chilled water system make-up water
connections shall be metered. If metered, the meter shall be connected...”
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e 2.H.i: Added “...(adjustable)...” and “...outside air...”
e 3.F: Added new item “Provide factory testing of the chiller(s).”

23 65 00 — Cooling Towers
e 2.D: Revised to “Make-up Float Valves” with existing content now listed as individual
subpoints. Revised wording of subpoints for clarity and provided direction for DP to confirm
valve type/model with UGA PM.
e 2.M: new item “All internal distribution piping within the cooling tower shall be PVC or
polypropylene. Steel is not allowed.”

23 73 00 — Central-Station Air Handling Units:

e 2 Axiii: Revised to “Access Doors and Lights” with existing content now listed as individual
subpoints. Expanded text that is now 2.A.xiii.e to include “...window; see subsequent “UV
disinfection system” section for additional requirements applicable to corresponding
observation window” and Relocated a portion of 2.A.xvii (see below) as new subpoint
2.A.xiii.d

e 2.A.xvii: Relocated “Each section/module shall have an interior light. Lights shall be factory
wired to a single timer light switch with GFI outlet located adjacent to the fan access door.
Access doors shall have a view window.” to 2.A.xiii.d

e 2. Axviii.f: Deleted “It is preferred that each fan shall be driven by an individual VFD, for
maximum redundancy and individual motor protection.”

e 2 A.xviii.f: Added

e 2. Axviii.f: Revised to “VFD Strategy” with existing content now listed as individual
subpoints. “...within a single AHU...” and “For laboratory and/or critical uses, redundant
VFDs or similar VFD packages can be considered. Review with UGA PM.” to 2.A.xviii.f.1.

e 2.Axviii.f.2: Entire subpoint is newly added.

23 81 26 — Split-System Air Conditioners [Entire section was newly added in this version)

26 00 00 — General Electric Requirements

e 1.G: Revised to “Lighting Plans and Schedules” with existing content now listed as individual
subpoints. Added “For mechanical rooms, lighting plans shall coordinate locations so they get
unobstructed light down to the intended surfaces (i.e. not high above pipes, ductwork, etc.).” as
new subpoint 1.G.iii

e 1.I: Revised “Electrical equipment tags shall comply...” to “Electrical equipment (switchboards,
panelboards, disconnect switches, motors, transformers, etc.) shall be installed with
identification placards that comply...”

e 1.J: Added new item “Design Intent shall be included on the cover sheet of the electrical
drawings...” and relocated subpoints from 00 00 07 - 1.E as well as added new subpoints.

26 05 14 — Medium Voltage Cable Installation — Outside Contractor
e 3.A.i: Revised “...(2020)...” to “...(latest adopted version)...”
e 3.Avii.c: Deleted “...supplied by Owner ...”

26 05 19 — Low-Voltage Electrical Power Conductors and Cables
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e 2.B: Revised instances of “Metal Clad (MC)” and “MC” to “Aluminum Clad (AC) and Metal
Clad (MC)” and “AC and MC”

e 2.B.i: Added “...with UGA PM approval.”

e 2.C.ii: Revised “No aluminum allowed.” to “ No aluminum conductors allowed except for
overhead, exterior lighting circuits with prior written approval from UGA PM.

e 2.C.vi: New item “Conductors shall be labeled with their respective loads in a manner that
allows for quick identification when cover is removed”

e 2.E.i: Revised “All grounding conductors...” to “All grounding/bonding conductors...”

26 05 26 — Grounding & Bonding for Electrical Systems
e 1.I: Revised “...with less than 25 ohms (per NEC) shall...” to “...with ohm measurements that
do not meet NEC requirements shall ...”

26 05 33.13 — Conduit for Electrical Systems
e 2.E: Revised to “All underground primary (medium voltage) conduit shall comply with the
requirements of 26 05 43.” (previous wording was duplication of information from other
section).

26 05 43 — Underground Ducts & Raceways for Electrical Systems
e 3.A: Revised “...building entrances.” to “...building service entrances.”

26 24 13 — Switchgears and Switchboards
e 2.E: Revised to be “Surge Protection and Metering” with existing content now listed as
individual subpoints.

26 56 00 — Exterior Lighting
e 1.D.ii.a: Revised “...the Ninth Edition of the IES Handbook...” to “the IES Standards Library...”

26 56 29 — Site & Building Entry Lighting
e E2.a.A.i: For Building Entries LED Wallpacks with LED lamping: Revised “...(10, 13, 20 Watt
Options)...” to “...(6, 10, 13)...”
e E2.a: Updated cut sheets (3 sheets).

27 00 00 — General Communications Requirements
e 1.L.xxiii: Revised “...50°F to 95°F...” to “...50°F to 85°F...”

28 13 00 — Security and Access Control

e 2.A.iv: Added new subpoint “Readers must support at least OSDP v2 and OSDP Secure
Channel as defined in IEC 60839-11-5.”

e 2.F.i: Revised “...shall support Wiegand,...” to “...shall support OSDP, Wiegand,...”

e 2.G.i: Revised “...shall support Wiegand,...” to “...shall support OSDP, Wiegand,...”

e 2.0.i: Revised “...shall be of a type specified by the manufacturer of the ACS System.
Cable...” to “...shall be shielded twisted-pair OSDP cabling as defined in IEC 60839-11-5.
Wiegand cabling shall not be used. Cable...”
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e 3.H.xxi.b: Added new subpoint “All doors shall have their Card Readers programmed in
OSDP mode and Secure Channel mode with encryption must be configured and enabled.
Card readers shall not be programmed in Wiegand mode.” and renumbered subsequent
subpoints accordingly.

e  3.H.xxii.b: Added new subpoint “All elevators shall have their Card Readers programmed in
OSDP mode and Secure Channel mode with encryption must be configured and enabled.
Card readers shall not be programmed in Wiegand mode.” and renumbered subsequent
subpoints accordingly.

33 00 00 — General Utilities Requirements
e 1.E: Revised “...of FMD.” to “...of FMD coordinated through the UGA PM.”
e 1.L:Revised “...duct-bank...” to “...duct bank...”

33 30 00 — Sanitary Sewerage Utilities — Sanitary Sewer Collection System
e 1.B: Revised “...camera...” to “...videotape...”
e 1.B: Revised “Cost of videoing...” to “Cost of this work and the video recording...”

33 42 00 — Downspout Conveyance Pipes
e Added “Long sweep 90 (preferred; not shown)” to both details at the end of the section.

33 60 00 — Hydronic and Steam Energy Utilities
e 2.F: Added “...or Heating Hot Water...”

Appendix A — UGA Standard Details
e Added new detail: 23 36 01-A — VAV Support and Sealing (and incorporated it into the Appendix
Table of Contents)

Appendix B (Cover page) [Entire page was newly added in this version]

Appendix B — UGA Standard Control Drawings (Rev6)
[Entire section was newly added; previously was a standalone document]
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THE UNIVERSITY OF GEORGIA
DESIGN & CONSTRUCTION
SUPPLEMENTAL GENERAL REQUIREMENTS & STANDARDS
INTRODUCTION

The design and construction or renovation of a facility for the University of Georgia (UGA) is a complex
endeavor. Design Professionals and Contractors that work with UGA for the first time often find it
challenging to navigate the system and to understand all of the requirements and nuances related to
construction on a UGA campus.

The UGA Design & Construction Supplement General Requirement & Standards (Standards) document
has been compiled to provide one location and resource for UGA Standards. The Office of University
Architects for Facilities Planning (OUA) and the Facilities Management Division are the two main UGA
departments that administer construction related projects. Other departments with critical roles in the
execution of projects include Enterprise Information Technology Services, Environmental Safety Division,
University Housing, and Real Estate and Space Management. The design, construction, and renovation
requirements for all of these departments are included in the Standards. Since OUA interfaces with all of
these departments and is responsible for the major construction and renovation projects, OUA leads the
coordination and maintenance of the Standards.

There are a number of UGA units with facilities located outside of Clarke County that often have needs
for performing facility maintenance, renovations, or new construction projects. These include, but are
not limited to the College of Agricultural and Environmental Sciences “B” unit facilities, including 4-H
and Extension sites, Warnell School of Forestry & Natural Resources “B” unit facilities, Skidaway Institute
of Oceanography, the Marine Extension and Georgia Sea Grant, University of Georgia Marine Institute,
the Griffin and Tifton campuses, and Wormsloe. The design, construction, and renovation requirements
for all of these units are not yet fully reflected in the Standards and Design Professionals and Contractor
shall discuss applicability and submit for variances per Section 00 00 05 Variance Requirements & Form
on a project by project basis.

The first section, Supplemental General Requirements, focuses on procedural requirements and includes
information on Building Information Modeling (BIM). The next section discusses and illustrates planning
and design principles. This is followed by design and construction information which is organized around
specification section numbers. The content in the Standards are not full specifications but contain
pertinent information related to both design and construction that shall be included in the Project.

This is not a stand-alone document and procedure manual. All of the Board of Regents of the University
System of Georgia (BOR) requirements remain applicable. The purpose of this Standards is to document
specific requirements to UGA campuses and this information supplements the BOR requirements.

All Design Professionals and Contractors that contract on behalf of the Board of Regents of the
University System of Georgia with UGA are required to be in conformance with the Standards. As the
Standards is updated there will be multiple dated versions of the Standards.
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As each project is unique, not every requirement in the Standards is appropriate for every project. For
situations when the Design Professional and/or Contractor do not feel adherence to the Standards is
appropriate, a request for a variance can be submitted to the Project Manager.

The Standards will continue to develop over time and input is always welcome. Please forward any
comments to: designstandards@uga.edu
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